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PAINTED GYPSUM BOARD CEILING

1. STANDARDS:
A. INSTALLATION SHALL COMPLY WITH ASTM C840 “STANDARD SPECIFICATION FOR APPLICATION AND FINISHING OF
GYPSUM BOARD.”
B. GYPSUM ASSOCIATION (GA) STANDARD GA—216 “APPLICATION AND FINISHING OF GYPSUM PANEL PRODUCTS.”
C. COORDINATE WITH CEILING AND INTERIOR SYSTEMS CONTRACTORS ASSOCIATION (CISCA) RECOMMENDATIONS FOR
CEILING INSTALLATIONS.

2.CEILING FRAMING:
A. GYPSUM BOARD SHALL BE INSTALLED DIRECTLY TO CEILING JOISTS OR FRAMING MEMBERS.
B. CEILING JOISTS SHALL BE SPACED TO SUPPORT 5/8" GYPSUM BOARD, TYPICALLY AT 16" 0.C. OR AS
STRUCTURALLY REQUIRED.
C. PROVIDE SOLID BACKING OR BLOCKING AS NEEDED FOR FIXTURES, ACCESS PANELS, OR DEVICES SHOWN ON
DRAWINGS.

5.GYPSUM BOARD INSTALLATION:
A. USE 5/8” GYPSUM BOARD FOR CEILINGS UNLESS OTHERWISE NOTED.
B. INSTALL GYPSUM BOARD PERPENDICULAR TO JOISTS FOR BEST PERFORMANCE.
C. STAGGER END JOINTS BETWEEN ROWS AND MINIMIZE JOINT ALIGNMENT.
D. TAPE, FINISH, AND SAND ALL JOINTS TO ACHIEVE LEVEL 4 FINISH IN ACCORDANCE WITH GA—214.
E. COORDINATE LOCATION OF LIGHT FIXTURES, HVAC REGISTERS, AND OTHER CEILING ELEMENTS PRIOR TO BOARD
INSTALLATION.

4. FINISH:
A. APPLY ONE COAT OF PRIMER AND TWO COATS OF FLAT LATEX PAINT, COLOR AS INDICATED ON FINISH
SCHEDULE.
B. FINAL SURFACE SHALL BE SMOOTH, UNIFORM, AND FREE OF VISIBLE DEFECTS.

FGRESS LEGEND

— — = MAIN EGRESS PATH
- SECONDARY EGRESS PATH

CLASS A FIRE W/ ORDINARY HAZARD TYPE 2—A 1500%

AREA 75 F.T. TRAVEL
F.E. ABC 10 Ib. EXTINGUISHER WITH MOUNTING BRACKET TO

MOUNT ON WALL 4'—0" ABOVE FINISH FLOOR

NOTE: EACH PRIME CONTRACTOR SHALL CONSULT WITH THE
: RESPECTIVE MUNICIPAL FIRE DEPARTMENT AUTHORITIES
HAVING JURISDICTION RELATIVE TO REQUIREMENTS FOR
FIRE EXTINGUISHER PROTECTION IN THE BUILDING AND
PROVIDE AS REQUIRED.
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THESE CABINET DRAWINGS AND DIMENSIONS ARE
DIAGRAMMATIC FOR THE PURPOSE OF SHOWING LAYOUT AND
GENERAL SIZING. DIMENSIONS ARE CENTER TO CENTER OF
DOOR & DRAWER OPENINGS. FILLERS ARE BASED ON 1" WIDE
MATERIAL AT EITHER END OF CABINET RUN. CABINET MAKER
MAY RESERVE THE RIGHT TO MAKE CHANGES BASED ON
CONSTRUCTION COSTS AND OR UNFORESEEN PROBLEMS
DURING OR AFTER WALL CONSTRUCTION INVOLVING UTILITIES
AND STRUCTURAL MEMBERS. THESE CHANGES, ESPECIALLY IF
DRASTIC, MUST BE AUTHORIZED BY OWNER /BUILDER.

CABINET STYLING SHOWN IS BASED ON SINGLE DIVIDERS
BETWEEN MODULES ALLOWING FOR THE USE OF PARTIAL
OVERLAY EUROPEAN STYLE HINGES.

ALL CABINETRY IN FRONT OF WINDOWS SHALL BE PROVIDED
WITH FINISHED BACKS ON CABINET, COUNTERS, AND
SPLASHES.

NOTE: CABINETS ARE STANDARD 24" DEEP WITH STANDARD COUNTER
TOP UNLESS NOTED OTHERWISE
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DOOR SCHEDULE

HARDWARE NOTES

1. ADJUST ALL CLOSERS TO A 5 LB. MAX. OPENING FORCE. NOTES: PROVIDE SOLID CORE WOOD DOORS WITH HOLLOW

DOOR DOOR FRAME FIRE HDWR. i METAL FRAMES WITH FOLLOWING REQUIREMENTS:
RATING SET REMARKS 2. PROVIDE DOOR SIGNAGE PER SCHEDULE AS MANUFACTURER BY "BEST
id TYPE | MATERIAL FINISH SIZE TYPE MATERIAL FINISH JAMB | HEAD | SILL MANUFACTURING SIGN SYSTEMS”, HC 300 ADA SYSTEM. (800) A FACE VENEER TO BE BIRCH AT DOORS. (VERIFY
EXIST. Tl _ - - - _ _ __ _ _ _ _ _ 235—-BEST OR APPROVED EQUAL. MEN & WOMEN SIGNS: HC300A; WITH OWNER)
REMAIN OTHER NAMES: HC300E BACKGROUND COLOR: BLACK 101 BORDER
. o 32”7 MIN. CLR. OPENING WITH DOOR OPENED LETTERING, AND BRAILLE: WHITE 949. SIGNS SHALL BE MOUNTED B. DOORS TO BE PAINTED
DO1 3 ALUM. ANODIZED 3-0" x 6'—8 PAINTED . :
A H-M. ! ! N/A 4 AT 90" SHALL BE PROVIDED WITH CENTERLINE 60” ABOVE FINISH FLOOR
NP T o 32”7 MIN. CLR. OPENING WITH DOOR OPENED C. DOOR DIMENSIONS TO BE 1 3/4” THICK 3'—0”
Doz ! SC WD PAINTED 3-0" x 6-8 A H.M. PAINTED ! ! 45 MIN 3 AT 90" SHALL BE PROVIDED 3. CONTRACTOR TO SUBMIT TYPE WRITTEN SHOP DRAWINGS AND WIDE AND 7°—0" TALL.
. . . o 327 MIN. CLR. OPENING WITH DOOR OPENED PRODUCT  LITERATURE FOR ALL DOORS AND HARDWARE SPECIFIED.
D03 1 SC WD PAINTED 3-0" x 6'-8 A H.M. PAINTED 1 1 45 MIN 1 AT 90° SHALL BE PROVIDED PREPARED BY A LICENSED AND CERTIFIED CONSULTANT. D. QSELOS\‘NTEMEL/‘&’\%TEFDRAMES TO BE FACTORY PRIMED
. . . o 327 MIN. CLR. OPENING WITH DOOR OPENED
D04 1 SC WD PAINTED 3-0" x 6'-8 A HM. PAINTED 1 1 45 MIN 3 . 4. ALL EXTERIOR HOLLOW CORE METAL DOORS ARE TO BE INSULATED
?Engﬁwsﬁfﬁi %égﬁsg?i?H DOOR OPENED DOOR AND FRAME TO BE SHOP PRIMED AND PAINTED. §/AiTU§Ai§§HPﬁ??3§E§§§%ﬁﬁgo@uﬁfhPﬁﬁﬁ
D05 1 SC WD PAINTED 3-0" x 6'-8" A H.M. PAINTED 1 1 45 MIN 2 . ' '
AT 90" SHALL BE PROVIDED 5. ALL LOCK & PASSAGE SETS TO BE BEST COMMERCIAL GRADE OR THE FOLLOWING REQUIREMENTS
N T 327 MIN. CLR. OPENING WITH DOOR OPENED BETTER. SUBMIT OTHERS FOR APPROVAL. LOCKS NEED TO BE
D06 1 SC WD PAINTED 3'-0" x 6'-8 A H.M. PAINTED 1 1 N/A 3 AT 90° SHALL BE PROVIDED REKEYABLE. A INSULATED GLASS TO BE TEMPERED AT DOOR, LGVGJ[OF C|e(] Fances
007 ] <C WD BAINTED 0" % 68" PAINTED 32° MIN. CLR. OPENING WITH DOOR OPENED SIDELIGHT & ADJACENT GLAZING GFG b BO rs Gt WOter C|OS€tS y
A H.-M. ! ! N/A 4 AT 90" SHALL BE PROVIDED 6. DOOR DETEX SYSTEMS MUST BE IN COMPLIANCE WITH SPECIAL 5 ALUM. DOOR SASH & FRAME TO MATCH THAT OF
EGRESS CONTROL DEVICES LISTED IN LOCAL CODES. " EXIST. MFR. MODEL & FINISH.
7. SUBMIT DETAILED HARDWARE SCHEDULE FOR ARCHITECT'S APPROVAL. C. SEE PLAN FOR DOOR WIDTH
8. ALL DOORS AND HARDWARE TO COMPLY WITH N.F.P.A. 101-7.2.1.5. 36" min
54" min
9. ALL DOORS AND HARDWARE TO COMPLY WITH A.D.A. AND CODE OF
FEDERAL REGULATION, UTILIZING A LEVER LATCH OR LOCKSET. LOCK SE TS AN D K EY‘ N G 36" min 12,,
max L
10. A LATCH OR OTHER FASTENING DEVICE SHALL BE PROVIDED WITH FINAL CORE PROCESS FOR LOCKSETS & KEYING: 19 in 127 . . .
ONLY ONE KNOB, HANDLE, PANIC BAR OR OTHER SIMPLE TYPE OF 1. THE SUBCONTRACTORS WILL INSTALL ALL DOORS min mn L 42" min
RELEASING DEVICE THAT IS OBVIOUS UNDER ALL LIGTHTING FRAMES. HARDWARE AND LOCKSETS. DETEXES. AND. =
CONDITIONS. DOORS SHALL BE OPENABLE WITH NO MORE THAN ONE ENTRANCE DOORS. ’ ’
RELEASING DEVICE. NFPA 101, 7.2.1.5.9. <
Q/ < 3) I~ ]:O C \» - g é c
. gl € £
E 2l - Bl < L~
1 \DOOR, FRAME TYPES /6 \DOOR HARDWARE & NOTES s NE I =
2 c M M N ~| &
\__/ SCALE: N.Ts. \\\i_{// SCALE: N.TS. i ( . = | N
= M O}
o
" MENS & WOMENS . |
EQ EQ 9 TOILET SIGNS NOTES: H A R D WA R E S C H E D U LE = " . | "
k S/ - INSTALLED ON = 8" min 6 max
WALL ADJACENT TO 1. FIELD VERIFY OPENINGS DIMENSIONS FINISH: BRUSHED CHROME (BEST) r KNEE / \
LATCH SIDE OF PRIOR TO FABRICATION AND - - TOE
DOOR. CHARACTERS INSTALLATION. .
SHALL BE 60" B k V\/ | | b Sd V\/ | | CLEARANCE 7,_17"m|nﬁg CLEARANCE
ABOVE FINISH 2. PROVIDE 18” MANEUVERING HARDWARE SET #4 d ac d 1ac d DEPTH
Frow e DURED CLEARANCE ON LATCH/PULL SIDE HARDWARE SET #1
SOLID CORE WOOD HANDICAP EerLe o OF AL DOORS. 3 EA. HINGES 3 EA. HINGES
SYPSUM DOOR 1-3/4" ACCESSIBLE CHARACTERS. 1 EA. LEVERED — PASSAGE LOCKSET 1 EA. LEVERED OFFICE LOCKSET
= THICK, PAINT, SEE » KC 37 N 15 D S3 626" PASSAGE LEVER KC 37 AB 15 D S3 626" STANDARD ENTRY
= BOARD DOOR SCHEDULE. THRESHOLD o @ N 3 PROVIDE 12" MANEUVERING 1 EA. FLOOR OR WALL STOP 1 EA. FLOOR OR WALL STOP
ON METAL TRANSITION CLEARANCE ON PUSH SIDE OF ALL SILENCERS
STUDS { AT CHANGE DOORS. SILENCERS
\ ON FLR.
\ ”
METAL s Ly SAFIN. o 4. ALL DOORS TO PROVIDE 32” MIN. HARDWARE SET #2 HARDWARE SET # 5
< | LOCATIONS CLEAR OPENING WHEN OPENED TO 3 EA. HINGES 6 EA. HINGES
WOOD OR ALUM. & . N 90 DEGREE POSITION UON. 1 EA. LEVERED STORAGE LOCKSET 1 EA. LEVER STORAGE LOCKSET, STRIKE
4“/ FRAME. NE ¥ FINISH == N & KC 37 D 15 D S3 626" STORE ROOM LEVER KC 37 D 15 D S5 6267 STORE ROOM LEVER
1 S5 b AS ¢ .| 2 5. EGRESS DOORS SHALL COMPLY 1 EA. FLOOR OR WALL STOP T EA. DUMMY LEVER
N b w o 8 1 EA. PULL HANDLES
CHED. 25 . |2 99 WITH LIFE SAFETY SECTION SILENCERS
SOLID CORE WOOD : f 2 20 Sl s 1 EA. FLUSH BOLTS
A 1 T + 28 b £ 7.2.1.5.1. DOORS SHALL BE 5 EA FLOOR STOPS
DOOR 1-3/4 L — S PR TR = ARRANGED TO BE OPENED READILY HARDWARE SET #3 SILENCERS
THICK, PAINT, SEE TR 3 = FROM THE EGRESS SIDE WHENEVER
DOOR SCHEDULE. KICK PLATE el P THE BUILDING IS OCCUPIED. NO 3 EA. HINGES
373" 3/4” y N EGRESS DOORS SHALL HAVE 1 EA. LEVERED PRIVACY LOCKSET
3/4 / : N |ES KEY—OPERATED LOCKS FROM THE KC 37 L 15 D S3 626" PRIVACY LEVER
— . a EGRESS SIDE AS ALLOWED WITH 1 EA. FLOOR OR WALL STOP
HEAD LMW%B TYPE W EJLL TYPE W \ CRITERIA IN SECTION 7.2.1.5.4. 1 EA. CLOSER
\ SILENCERS
e —
/2 \HEAD, JAMB & SILL /E\HARDWARE HEIGHTS f;\HARDWARE SCHEDULE 7 9N\TYP. PLUMBING FIXTURE MOUNTING DETAILS
: ) SCALE: N.TS. \\\_/// SCALE: N.TS. \\\‘J/// SCALE: N.T.S. \\ﬁ_i/// SCALE: N.T.S.
— —
WATER CLOSET: BARRIER FREE — FLOOR MOUNTED, 16—1/2" HIGH, TANK TYPE, VITREOUS
NOTES: CHINA, ELONGATED SIPHON ACTION BOWL, 2” BALLPASS TRAPWAY, CLOSE COUPLED TANK, 1.6
GPF. OPEN FRONT SEAT LESS COVER, STAINLESS STEEL CHECK HINGE. 1/2” CW, 2” VENT, 4”
1. EGRESS DOORS SHALL COMPLY WITH LIFE DOOR TYPES FRAME TYPES SAN.
SAFETY SECTION 7.2.1.5.1. DOORS SHALL BE o e RESTROOM LAVATORY: BARRIER FREE WHITE, WITH CENTERSET FAUCET W/4” WRIST HANDLES,
ARRANGED TO BE OPENED READILY FROM THE . o . 3-0" OR EQUAL.
ECRESS SIDE WHENEVER THE BUILDING IS F— — L — N UNLESS OTHERWISE NOTED ALL TOILET ROOM ACCESSORIES ARE BY BOBRICK. GENERAL
OCCUPIED. NO EGRESS DOORS SHALL HAVE X . ! CONTRACTOR SHALL PROVIDE & INSTALL ALL TOILET ACCESSORIES AS NOTED:
KEY—OPERATED LOCKS FROM THE EGRESS SHOWER: 36” x 36” SHOWER STALL, BARRIER FREE, WHITE FINISH, INTEGRAL SILL, SLIP—RESISTANT FLOOR,
SIDE AS ALLOWED WITH CRITERIA IN SECTION GRAB BARS AS REQUIRED, SHOWER HEAD WITH HOSE, SINGLE LEVER PRESSURE BALANCING VALVE.
7.2.1.5.4.
2. FIELD VERIFY OPENINGS DIMENTIONS PRIOR TO - - . -
FABRICATION AND INSTALLATION. i N I N
© © © © TOILET ACCESSORY SCHEDULE
3. PROVIDE 18”7 MANEUVERING CLEARANCE ON
LATCH/PULL SIDE OF ALL DOORS. Item
No |MANUF.|MODEL NUMBER |DESCRIPTION REMARKS
4. PROVIDE 12” MANEUVERING CLEARANCE ON FF. 4A |BOBRICK |B-7128 SURFACE—MOUNTED HIGH—SPEED HAND DRYER 42" AFF MAX. @
. PUSH SIDE OF ALL DOORS. 4B |BOBRICK |B—2840.60 MULTI ROLL TOILET TISSUE DISPENSER WITH SHELF |THEFT RESISTANT SPINDLES/19" AFF MIN.
1-3/4” SOLID CORE WD 1-3/4” SOLID CORE 2" x 5-3/4" x 18 GA. FIRE-RATED 4C |BOBRICK |B—5806 X 34 H.C. GRAB BAR W/CONCEALED MT. 36" LONG 34" AFF O.C.
5. ALL DOORS TO PROVIDE 32" MIN. CLEAR DOOR, 45 MIN RATED WD. DOOR CLASS BARN DOOR METAL FRAME — PAINTED 4D |BOBRICK |B-5806 X 42 H.C. GRAB BAR W/CONCEALED MT. 42" LONG 34" AFF 0.C. >E] B_/
OPENING WHEN OPENED TO 90 DEGREE ’ 4E |BOBRICK [B-2112 SURFACE MOUNTED LIQUID SOAP DISPENSER 40" AFF MAX. @
POSITION UON. @ @ @ TYPE "A” 4F |BOBRICK |B—280-2436 MIRROR, 24 X 36 40" AFF MAX. = — 4F
NOTE: | PROVIDE BLOCKING IN WALLS A$ REQUIRED FOR GRAB BARS TO SUPPORT 250 LBS| PER ADA
SEE PLAN| FOR QUANTITY o g g o
bOO
N (@)
-
O O CHARACTERS AND BACKGROUND SHOULD BE EGGSHELL, MATTE RESTROOM 1 RESTROOM 2 ﬂ ﬁ
mDOOR FRAME TYPES OR ANY NON—-GLARE FINISH.
? 2 CHARACTERS AND SYMBOLS SHALL CONTRAST WITH THE H H
U SCALE: N.T.S. Z BACKGROUND.
— N 3
% PICTOGRAMS SHALL BE ACCOMPANIED BY EQUIVALENT VERBAL
DESCRIPTION AND BY EQUIVALENT BRAIL DESCRIPTION DIRECTLY
RESTROOM
ROOM FINISH SCHEDULE SEOW
} ) L
10" (N.T.S) : D
7 7
RM WALLS ‘ RESTROOM 3
NO | ROOM FLOOR BASE NORTH SOUTH FAST WEST CEILINGS TOILET ROOM NOTES @ @
TAPE, SPACKLED, PAINTED —TAPE, SPACKLED, PAINTED —|TAPE, SPACKLED, PAINTED - TAPE, SPACKLED, PAINTED -
101 | RECEPTION VCT VINYL UNLESS NOTED OTHERWISE ~|UNLESS NOTED OTHERWISE [UNLESS NOTED OTHERWISE ~ UNLESS NOTED OTHERWISE PAINTED GYP BOARD
TAPE, SPACKLED, PAINTED —{TAPE, SPACKLED, PAINTED —|TAPE, SPACKLED, PAINTED — TAPE, SPACKLED, PAINTED — PAINTED GYP BOARD 1. SHOWER: STANDARD ROLL—IN TYPE SHOWER COMPARTMENT. 30" X 60" MINIMUM CLEAR INSIDE @
102 OFFICE 1 CARPET VINYL UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE DIMENSIONS AND SHALL HAVE A 30" X 60" CLEAR FLOOR SPACE PROVIDED ADJACENT TO THE '
OPEN FACE OF THE SHOWER COMPARTMENT. GRAB BARS SHALL BE PROVIDED ON ALL THREE
103 | oFFICE 2 CARPET VINYL ONCESS NOTED OTHERWISE |UNLESS NTED OTHERWISE |UNLESS NOTED OTHERWISE  UNLESs Noted omnerwse | PAINTED GYP BOARD WALLS. GRAB BARS SHALL BE INSTALLED 6” MAXIMUM FROM ADJACENT WALLS.
TAPE, SPACKLED, PAINTED —TAPE, SPACKLED, PAINTED —|TAPE, SPACKLED, PAINTED - TAPE, SPACKLED, PAINTED - ” ” —
104 | OFFICE 3 CARPET VINYL UNLESS NOTED OTHERWISE ~|UNLESS NOTED OTHERWISE [UNLESS NOTED OTHERWISE ~ UNLESS NOTED OTHERWISE PAINTED GYP BOARD 2. GRAB BARS TO BE 1 1/2" DIAMETER, 1 1/2" CLEAR FROM WALL, BOBRICK #B—6206.
TAPE, SPACKLED, PAINTED = -|TAPE, SPACKLED, PAINTED ~—{TAPE, SPACKLED, PAINTED ~— TAPE, SPACKLED, PANTED o pA\NTED GYP BOARD 3. ALL OPERABLE FIXTURE COMPONENTS OR LEVERS OF FIXTURES AND ACCESSORIES TO BE MOUNTED
105 | OFFICE 4 CARPET VINYL UNLESS NOTED OTHERWISE |UNLESS NOTED OTHERWISE  [UNLESS NOTED OTHERWISE ~ UNLESS NOTED OTHERWISE 40” MAXIMUM ABOVE FINISH FLOOR.
T , , T| —T , y T| —T , y Tl - T s s T| —
106 | OFFICE 5 CARPET VINYL UNLESS NOTED OTHERWISE |UNLESS NOTED OTHERWSE |UNLESS NOTED OTHERWISE  UNLESS NOTED orrerwise | PAINTED GYP BOARD 4. HOT WATER AND DRAIN PIPES UNDER LAVATORIES TO BE THERMALLY INSULATED.
TAPE, SPACKLED, PAINTED —{TAPE, SPACKLED, PAINTED —|{TAPE, SPACKLED, PAINTED — TAPE, SPACKLED, PAINTED - PAINTED GYP BOARD 5. HANDICAP TOILET TO HAVE TOP OF SEAT BETWEEN 17"—19” A.F.F. OR AS REQUIRED BY LOCAL
107 BREAK ROOM VCT VINYL UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE CODES.
108 | HALL veT VINYL ONCESS NOTED OTHERWISE |UNLESS NOTED OTHERWISE |UNLESS NOTED OTHERWISE  UNLESS NoTED OTrerwse | PAINTED GYP BOARD 6. PROVIDE EXHAUST FAN AT RESTROOMS.
TAPE, SPACKLED, PAINTED —{TAPE, SPACKLED, PAINTED —|TAPE, SPACKLED, PAINTED — TAPE, SPACKLED, PAINTED - PAINTED GYP BOARD 7. CAULK AROUND ALL MIRRORS AND ACCESSORIES ABOVE THE WAINSCOT.
109 | RESTROOM 1 CERAMIC TILE VINYL UNLESS NOTED OTHERWISE ~|UNLESS NOTED OTHERWISE [UNLESS NOTED OTHERWISE ~ UNLESS NOTED OTHERWISE
8. CONTRACTOR MUST PROVIDE SOLID IN WALL BLOCKING FOR ALL TOILET ROOM ACCESSORIES AND
TAPE, SPACKLED, PAINTED —TAPE, SPACKLED, PAINTED —|TAPE, SPACKLED, PAINTED — TAPE, SPACKLED, PAINTED - PA‘NTED GYP BOARD PARTITIONS
110 | CONFERENCE ROOM CARPET VINYL UNLESS NOTED OTHERWISE ~|UNLESS NOTED OTHERWISE  [UNLESS NOTED OTHERWISE ~ UNLESS NOTED OTHERWISE :
TAPE, SPACKLED, PAINTED —{TAPE, SPACKLED, PAINTED —|TAPE, SPACKLED, PAINTED — TAPE, SPACKLED, PAINTED PAINTED GYP BOARD 9. RESTROOM ACCESS AND CLEARANCES TO CONFORM WITH APPLICABLE PROVISION OF FBC 2023
111 OFHCE 6 CARPET VINYL UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE UNLESS NOTED OTHERWISE ED\T\ON CHAPTER 6 — SECT\ON 604 (WATER CLOSETS AND TO\LET COMPARTMENTS), SECT\ON 605
TAPE, SPACKLED, PAINTED ~—{TAPE, SPACKLED, PAINTED = —TAPE, SPACKLED, PAINTED - TAPE, SPACKLED, PAINTED o oA \NTED GYP BOARD (URINALS), SECTION 606 (LAVATORIES AND SINKS) AND 608 (SHOWER COMPARTMENTS).
112 | STUDIO VCT VINYL UNLESS NOTED OTHERWISE ~|UNLESS NOTED OTHERWISE [UNLESS NOTED OTHERWISE ~ UNLESS NOTED OTHERWISE
T s s T| —T s s T| =T s s T - T s , T| —
113 | RESTROOM 3 CERAMIC TILE VINYL uﬁ%ssspﬁg%gt)mi@gw%g uﬁ%ssspﬁg%gommgw%g uﬁ%ssspﬁg%goormgw%g uﬁ%ssspﬁg%g[)mi@gww?g PAINTED GYP BOARD
T , , T| —T , y T| —T , y Tl - T s s T| —
114 | RESTROOM 2 CERAMIC TILE VINYL uﬁ%sssp@g%g[)m?ggww?g uﬁ%sssp@g%g[]mmgww?g uﬁ%sssp@g%gommgww?g uﬁ%sssp@g%g[)ormgwwggg PAINTED GYP BOARD
TAPE, SPACKLED, PAINTED —TAPE, SPACKLED, PAINTED —|TAPE, SPACKLED, PAINTED - TAPE, SPACKLED, PAINTED -
115 | UTILITY ROOM CARPET VINYL UNLESS NOTED OTHERWISE |UNLESS NOTED OTHERWISE [UNLESS NOTED OTHERWISE ~ UNLESS NOTED OTHERWISE PAINTED GYP BOARD
T , , T| —T , y T| —T , y Tl - T s X T| —
116 | OPEN OFFICE AREA VCT VINYL UQTESSSP@%E%DOTZ@QW\ESDE UQTESSSPKTS%SDOTZQQW\ESDE uﬁéssspﬁg%gomwgw%ﬁ uﬁ%ssspﬁg%g[)ormgw%ﬁ PAINTED GYP BOARD
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%%UPLUMBING FIXTURES AND ACCESSORIES
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AutoCAD SHX Text
1. SHOWER: STANDARD ROLL-IN TYPE SHOWER COMPARTMENT.  30" X 60" MINIMUM CLEAR INSIDE SHOWER: STANDARD ROLL-IN TYPE SHOWER COMPARTMENT.  30" X 60" MINIMUM CLEAR INSIDE DIMENSIONS AND SHALL HAVE A 30" X 60" CLEAR FLOOR SPACE PROVIDED ADJACENT TO THE OPEN FACE OF THE SHOWER COMPARTMENT.  GRAB BARS SHALL BE PROVIDED ON ALL THREE WALLS.  GRAB BARS SHALL BE INSTALLED 6" MAXIMUM FROM ADJACENT WALLS.  2. GRAB BARS TO BE 1 1/2" DIAMETER, 1 1/2" CLEAR FROM WALL, BOBRICK #B-6206.  GRAB BARS TO BE 1 1/2" DIAMETER, 1 1/2" CLEAR FROM WALL, BOBRICK #B-6206.  3. ALL OPERABLE FIXTURE COMPONENTS OR LEVERS OF FIXTURES AND ACCESSORIES TO BE MOUNTED ALL OPERABLE FIXTURE COMPONENTS OR LEVERS OF FIXTURES AND ACCESSORIES TO BE MOUNTED 40"  MAXIMUM ABOVE FINISH FLOOR.   4. HOT WATER AND DRAIN PIPES UNDER LAVATORIES TO BE THERMALLY INSULATED.   HOT WATER AND DRAIN PIPES UNDER LAVATORIES TO BE THERMALLY INSULATED.   5. HANDICAP TOILET TO HAVE TOP OF SEAT BETWEEN 17"-19" A.F.F. OR AS REQUIRED BY LOCAL HANDICAP TOILET TO HAVE TOP OF SEAT BETWEEN 17"-19" A.F.F. OR AS REQUIRED BY LOCAL CODES. 6. PROVIDE EXHAUST FAN AT RESTROOMS.  PROVIDE EXHAUST FAN AT RESTROOMS.  7. CAULK AROUND ALL MIRRORS AND ACCESSORIES ABOVE THE WAINSCOT.   CAULK AROUND ALL MIRRORS AND ACCESSORIES ABOVE THE WAINSCOT.   8. CONTRACTOR MUST PROVIDE SOLID IN WALL BLOCKING FOR ALL TOILET ROOM ACCESSORIES AND CONTRACTOR MUST PROVIDE SOLID IN WALL BLOCKING FOR ALL TOILET ROOM ACCESSORIES AND PARTITIONS.   9. RESTROOM ACCESS AND CLEARANCES TO CONFORM WITH APPLICABLE PROVISION OF FBC 2023 RESTROOM ACCESS AND CLEARANCES TO CONFORM WITH APPLICABLE PROVISION OF FBC 2023 EDITION CHAPTER 6 - SECTION 604 (WATER CLOSETS AND TOILET COMPARTMENTS), SECTION 605 (URINALS), SECTION 606 (LAVATORIES AND SINKS) AND 608 (SHOWER COMPARTMENTS).
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WALL LEGEND

+ ® EXISTING EXTERIOR WALLS, WINDOWS
AND DOORS TO REMAIN.

-_— — — — ® EXISTING WALLS, DOORS, WINDOWS,
—_——— —_— CABINETRY... TO BE REMOVED.

+ ® EXISTING INTERIOR WALLS AND
DOORS TO REMAIN.

DEMO NOTES:

1. CONTRACTOR AND SUBS TO COORDINATE A VISIT TO INSPECT THE
SITE TO VERIFY ALL EXISTING CONDITIONS ARE AS SHOWN ON
DRAWINGS.

2. CONTRACTOR RESPONSIBLE FOR FIXED FIXTURES REMOVAL AND

EXISTING KITCHEN EQUIPMENT. MOVABLE ITEMS DONE BY OTHERS.

3. NOT USED.

4. NOT USED.

5. LIGHT FIXTURES, POWER OUTLETS AND A/C GRILLES TO BE DEMO.
SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR MORE DETAILS.
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